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c Gﬂﬂé Initial Comments C ooo

| Repurt by Rick Benton
i DHSR Construction Section conducted a Biennial |
| Survey on February 4, 2016 from 9:30am to i
| 10:45am at the above referenced facility. DHSR ; |
. records indicate the home was first licensed on ,
| Decamber 18, 2014 as a Family Care Home for ;
four (4) Regidents {able to evacuate and respond i |
| without physical or verbal assistance during a fire
. or other emergency). Based on this we are |
| requiring the home to be in compliance with the |
' following: the 2005 Rules 10A NCAC 13G for _
| Family Care Homes, and the 2012 North Carolina | |
| State Building Code - Section 4269 - Residential :
i Care Homes. |

. At the time of our visit, we cited deficiencies that
require an acceptable plan of correction. They
| are as follows: i

c 1T4| Building Equipment Maintained Safe, Operating | C 174

SECTION .0300 - THE BUILDING ;
' 10ANCAC 13G .0317 BUILDING SERVICE i |
EQUIPMENT i
' (a) The building and afl fire safety, electrical, '
mechanical, and plumbing equipment in a family i
care home shall be maintained in a safe and i
: operating condition.

/(i) This Rule shall apply to new and existing
family care homes.

| This Rule is not met as evidenced by ot i i ' '
1) During the survey of the attic, the following uﬂw W‘K‘ O'FLEE\{E‘
deficiencies were observed: (ﬂ_&ﬁ,\" Qﬁj 6"[1@:’\-‘ _fL([S !
a) There was a significant water leak around the Mﬁd‘ Gﬂj CAON el E
. rafters and sheathing located at dormes 1 which X ﬁg_d @n

aleo has a significant amount a8 mold growing and mé DeLn QPG'\ -
spreading on the sheathing. | A-io— Ly !
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| =L IMMARY STATEMENT OF DEFICIENCIES 0 | FROVIDER'S PLAN OF CORRECTION 5
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: i
| - t
I ; G174 | ; ] 1

! the sheathing at dormer 2

| ¢) There was & sign

| spreading on the sheathing.
| d) There was a section of the attic floor under

| from around the dormet.
| g) There was & saction of the attic floor under

" from around the dormer.
| f) There was a section of the attic floor under

' from around the dormer.
i Contact & qualified tachnician to make the
| necessary repairs to the damaged sections of

' the floor. Provide o our office all supporting

- documents that will verify the completed work.
t

i deficiency was observed:
! a) The hallway retum grill and the filter was
| extremaly dirty.

| supporting documents that will verify the

I completed work.

| following deficiencies were observed:

| use to reduce the possibility that the fill valve
' would continue to run and not properly fill the
| water tank.

| b) Abhove the toilet to the left, there is 2 slight
| puncture in the wall.

. p) There was awater leak in the sarly stages on

ficant water leak around the
| rafters and sheathing located at dormer 3 which
. also has a significant armnourt a mold growing and

| dormer 1 was damaged due t0 excessive laaking
dormer 1 was damaged due 10 excessive leaking

. dormer 2 was damaged due 10 excessive leaking
1 dormer sheathing and to the damaged sactions af
| 2) During the survey of the hallway, the following

| Arrange for someone to clean the clean the gril
| and install & naw filter. Provide to our office all

| 3) During the survey of the master bathroom, the

- @) The fill valve of the toilet was damaged. The
| fresh water supply had to be turned off after each

| €) The escutchaon fing around the shower arm is

i, shadinig doorTer

@'iﬂ-‘{‘ﬁ i

lfn.m_o; { whe, 0Tk, |

and greGini localbl &7

dormes 3 peen R
‘Q__ -
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i i R’ M OF CORRECTION
D | e omecEOD o FuLL T D | o iSRRccTEACTION SHOUDBE | comere
TAG A= GULATORY OR LSC IDENTIFYING INFORMATION) . PEla | CROSS-REFERENCED TO THE APPROPRIATE | DATE
I I DEFICIENCY) '.
' i c174 | P . i
C 474/ Continued From page 2 L papiaene0n GO |
' not secured to the wall. | E\GER Y oS 'k::{’_{i,ﬂﬁ i
| Contact a qualified technician to make the , =1 i
| necessary repairs to the toilet, the shower and 10 [ﬁ,ﬁﬁl redd ©N = (s 1
' repair the damaged wall Provide to our office all |
| supporting documents that will verty the | |
i completed work. |
1 I W 1
| 4) During the survey of bedroom 2. the following | 'Eﬁ-. @Ufﬂ on
) i

. deficiency was observed: inY f—f?)?
! a) The TV and several ofher electrical |

. components were connect to an extension cord. : ) - i |
! Arrange for someone to remove the extension o 'EW oA ¢ Dﬂw;
' cord and replace with a circuit breaker type , - P Vol
| extension cord. Provide to our office all U’d\ G o U»A% o=\ G
| supporting documents that will verify tha ! ™ - 0 i

completed worl. £2 pwd o ;
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TFSZ0 42 DiM SHINGLES 4BU SQ UNWRAPPED —T . BTE 2
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